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July 22, 2010

Cliff McAleer, Administrator
Milestone Decisions Inc #3 (Lexington)
611 South Main

Moscow, Idaho 83843

RI:

Milestone Decisions Inc #3 (Lexington), Provider #13G044

Dear Mr. McAleer:

This is to advise you of the findings of the Medicaid/Licensure Fire Life Safety Survey, which
was concluded at Milestone Decisions Inc #3 Lexington, on July 13, 2010.

Enclosed is a Statement of Deficiencies/Plan of Correction, Form CMS-2567, listing Medicaid
deficiencies and a similar form listing State licensure deficiencies. In the spaces provided on the
right side of each sheet, please provide a Plan of Correction. It is important that your Plan of
Correction address each deficiency in the following manner:

1.

What corrective action(é) will be accomplished for those individuals found to
have been affected by the deficient practice;

How you will identify other individuals having the potential to be affected by the
same deficient practice and what corrective action(s) will be taken,

What measures will be put in place or what systemic change you will make to
ensure that the deficient practice does not recur;

How the corrective action(s) will be monitored to ensure the deficient practice
will not recur, i.e., what quality assurance program will be put into place; and,

Include dates when corrective action will be completed. 42 CFR 488.28 states
ordinarily a provider is expected to take the steps needed to achieve compliance
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within 60 days of being notified of the deficiencies. Please keep this in mind
when preparing your plan of correction. For corrective actions which require
construction, competitive bidding, or other issues beyond the control of the
facility, additional time may be granted.

Sign and date the form(s) in the space provided at the bottom of the first page.

After you have completed your Plan of Correction, return the original to this office by
August 4, 2010, and keep a copy for your records.

Thank you for the courtesies extended to us during our visit. If you have any questions, please
call or write this office at (208) 334-6626.

Sincerely,

iy LD
TAYLOR BARKLEY
Health Facility Surveyor
Fire Life Safety & Construction Program
TBA;

Enclosure
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INITIAL COMMENTS

The facility is a single story, type V (1) bullding
builtin 1983. The facllity ts protected by 2 13 D
automatic fire sprinkler system with system
sprinkler heads in habitable spaces. Theteis a
complete fire alarm/smoke detection system
installed. Currently the building is licensed for 8
ICF-MR beds.

The following deficiencies were gited at the above
facility during the annual Life Safely Code survey
conducted on July 13, 2010, The facility was
surveyed under the LIFE SAFETY CODE, 2000
Edition, Chapter 33, Existing Residential Board
and Care Qccupancies, adopted 11 March, 2003.
In accordance with 42 CFR 483,470,

The annual Life Safety Code survey was
conducted by:

Taylor Barkiey
Heaith Facility Surveyor
Facility Fire Safely and Construction

483.470(1)(1)(!) LIFE SAFETY CODE
STANDARD

PROMPT

Where an automatic sprinkler system is installed,
for either total or partial building coverage, the
system is in aceordance with Section 8.7,
33.2,3.5.2 and activates the fire alarm system in
sccordance with 33.2.3.4.1. The adequacy of the
water supply ts documented to the authority
having jurisdiction,

Exception No. 1: In prampt evacuation facilities,
an automatic sprinkler system In accordance with

K000

KOO56

LABOFZ*?

oR ;}i}w\uﬁws 3
{.’ T

RAAN

LIER REPRESENTATIVE'S SIGNATURE

A@\W\ th ﬂ'i‘f&&ﬂz

TITLE (¥8) DATE

-3 o
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olher safeguards provide sufficient protection to the patlents. (See instructions.) Excepl for nureing homes, the findings stated abeve ar disclosable 90 days
following the date of survey whellier or not & plan of correetion is provided, For nursing homes, the above findings and plans of cerrection are disslosable 14
days following the dete these documents are made available to the feciflty, If deficlencies are clted, an appraved plan of correctlon is requisite to Gontinuad

program pariicipation.
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NFPA 13D, Standard for the Instaliation of
Sprinkler Systams in One and two Family
Dwellings and Manufactured Homes, is permittad,
Automatic sprinklers are not required in closets
not exceeding 24 sq. ft. and in bathrooms not
exceeding 56 sq. fi., provided that such spaces
are finished with [ath and plaster or materials
providing a 15 minute thermal barrier.

Exception No. 2: Not applicable

Exception No, 3: In prompt and slow evacuation
capability facilities where an automatic sprinkler
system i& in acoordance with NFPA 13, Standard
for the Installation of Sprinkler Systems,
automatic sprinklers are not required in closets
not exceeding 24 $q. ft and in bathrooms not
exceeding 55 sq. ft., provided that such spaces
are finlshed with lath and plaster or materia|
providing 2 15 minute thermal bamier,

Exception Mo. 4; In prompt and slow evacuation
capability facilities up to and including four stories
in height, systems in accordance with NFPA 13R,
Standard for the Instaliation of Sprinkler Systems
in Residential Occupancies up to and Including
Four Stories in Height, are permitted.

Exception No. 8: Not applicable

Exceptlon No, &: initiation of the fire alarm system
is not required for existing installations in
accordance with 33.2.3.5.5,

SLOW

Where an automatic sprinkler system is installed,
for either total or partial building coverage, the
system is in accordange with Section 8.7 and
activates the fire alarm system in accordance with
33.2.3.4.1. The adequacy of the water supply is
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documented to the authority having jurisdiction.

Exception No. 1: Not Applicabla
Exception No. 2: Mot Applicable

Exception No. 3: In prompt and slow evacuation
capabliity facilities where an automatic sprinkler
system [s if accordance with NFPA 13, Standard
for the Installation of Sprinkler Systerns,
automatic sprinklers are not required in closets
not exceeding 24 sq. f, and in bathrooms not
exceeding 55 sq. fi,, provided that such spaces
are finished with lath and plaster or material
providing a 15 minute thermal barrier,

Exception No. 4; In prompt and slow evaguation
capability facilities up to and including four stories
in helght, systems in accordance with NFPA 13R,
Standard for the Instaliation of Sprinkler Systems
in Residential Occupancies up to and including
Four Stories in Height, are permitted,

Exception No, 5: Not Applicable

Exception No. 8: [nitiation of the fire atarm system
is not requirad for existing installations in
accordance with 33,2,3.5.5.

IMPRACTICAL

Where an automatic sprinkler system is installed,
for either total or partial building coverage, the
system is in agcordance with Section 8.7 and
activates the fire alarm systemn in accordance with
33.2.3.4.1. The adeguacy of the water supply is
documented to the authority having jurisdiction,
332362

Exception No. 1: Not Applicable,
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Exception No. 2: In slow and impractical
evacuation capability facilities, an automatic
sprinkler system In accordance with NFPA 13D,
Standard for the [nstallation of Sprinkler Systems
in One and Two Family Dwellings and
Manufactured Homes, with a 30 minute water
supply, is permitted, All habitable areas and
closets are sprinklered. Automatic sprinklers are
not required in bathrooms not exceeding 55 sq.
ft., provided that such spaces are finished with
lath and plaster or materials providing a 15
minute thermal barrigr.

Exception No. 3; Not Applicable.
Exception No. 4: Not Applicable.

Exception Mo. 5: In impractical evacuation
capabiiity facilities up to and including four stories
in height, systems in accordance with NFPA 13R,
Standard for the Instaillation of Sprinkler Systems
in Residential Occupancies up o and Including
Four Stories in Helght, are permittad, All
habitable areas and closets are sprinklered,
Automnatic sprinklers are not required in
bathrooms not exceeding 55 s¢. ft., provided that
sush spaces are finished with lath and plaster or
malarials providing a 15 minute thermal barrier.

Exception No. 6: [nitiation of the fire alarm system
is not required for existing installations in
accordance with 33.2.3.5.5,

This Standard is not met as evidenced by:
Based on observation it was detertvined that the
fagility failed to ensure that the automatic
sprinkler system was installgd in aceprdance with
NFPA 13D, The facility had a census of eight
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clients on the day of the survey.

Findings include:

During a tour of the facility on July 13, 2010 at
9:.40 AM, observation of the hot water heater
closet revesaled that the claset was not provided
with sprinkier protection. The findings were
observed and notad by the facility administrator
and surveyor, Thig deficiency affected al! clients
and staff present on the day of the survey.

Actual NFPA Standard

NFPA 101 - 2000 Edition

Chapter 33 Existing Residantial Board and Care
Cocupancies

332352

Where an automatic sprinkler system is instailed,
for either totai or partial building coverage, the
system shall be in accordance with Section 9.7
and shall activate the fire alarm system in
accordance with 33.2.3.4.1. The adequacy of the
water supply shall be documented to the authority
having jurisdiction.

Exception No. 2: In slow and impractical
evacuation capability facililies, an automatic
sprinkler system in accordance with NFRA 130,
Standard for the Installation of Sprinkler Systems
in One- and Two-Family Dweliings and
Manufactured Homes, with a 30-minute water
supply, shall be permitted. All hahitable areas and
closets shall be sprinklered. Automatic sprinklers
shall not be required in bathrooms not exceeding
55 fi2 (5.1 m2), provided that such spaces are
finished with iath and plaster or materials
providing a 15-minuts thermal barrier.

KOO56
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16.03.71 Inital Comments

The facility is a single story, type V (111} building
built in 1983. The facility is protected by 2 13 D
automatic fire sprinkler system with system
sprinkler heads in habiiable spaces. Therelsa
complete fire alarm/smoke detection system
installed. Currently the building is licensed for 8
ICF-MR beds,

The following deficiencies were cited at the
above facllity during the annual Life Safety Code
survey conducted an July 13, 2010. The facility
was surveyed under the LIFE SAFETY CODE,
2000 Edition, Chapter 33, Existing Residential
Board and Care Occupancies, Impractical
Evacuation Capability in accordance with |IDAPA
16.03.11.

The annual Life Safety Code survey was
conducted by:

Taylor Barkley
Health Facility Surveyor
Facility Fire Safety and Construction

18.03.11.110 Fire and Life Safety Standards

Buildings on the premises used as faciliies must
meet alt the requirements of Jocal, state and
national codes concerning fire and life safety

standards that are applicable to ICF/MR facilities.

This Rule is not met as evidenced by:

Refer to federa) deficiencies lsted on the CMS
2587 form,

1, K086 [nstallation of sprinkler system in
accordance with NFPA 13D,
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PLAN OF CORRECTION

KO0056~ Patriot Fire Protection Inc. of Spokane Wash. is scheduled to
come in the next 2 to 3 weeks to sprinkler the new water heater closet. All
individuals in this home will benefit by this corrective action, All
maintenance projects that involve any type of remodeling or new
construction will be submitted to the facility Administrator for review. The
Administrator will contact the Fire Life Safety Division with this
information, submitting plans when necessary, to determine that all projects
are in compliance with regulations, A log of all maintenance projects will be
kept. This Jog will be reviewed quarterly by the safety committee to monitor
compliance.

Completion date: 9-22-10

MM309- Refer to K0056
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